A4

SUBURBAN

Results Report

Order ID: 2E04567

Karl Environmental Group
20 Lauck Road
Mohnton, PA 19540

Attn: Varsha Swaminathan

Regulatory ID:

Project: 22-0538 East Amwell Township BOE
43 Wertsville Road
Ringoes, NJ 08551

Sample Number: 2E04567-01

Site: EAS-Blank

Sample ID:  Blank

Collector: DH Collect Date: 05/17/2022 7:19 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/27/22 MKS 05/27/22 14:34 MKS
Sample Number: 2E04567-02 Site: EAS-SF-K1T-1 Sample ID:  Kit 1 Tub Small

Collector: DH Collect Date: 05/17/2022 5:46 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 12:03 MKS
Sample Number: 2E04567-03 Site: EAS-SFK2T-R Sample ID:  Kit 2 Tub Right

Collector: DH Collect Date: 05/17/2022 5:52 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead 1.05 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 13:09 MKS
Sample Number: 2E04567-04 Site: EAS-SF-NURSE Sample ID:  Nurse HS

Collector: DH Collect Date: 05/17/2022 7:11 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals

Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:15 MKS
Sample Number: 2E04567-05 Site: EAS-SB-13 Sample ID:  Classroom 13 Bubbler

Collector: DH Collect Date: 05/17/2022 5:58 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals

Lead 1.51 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 13:17 MKS

Report Generated On: 05/31/2022 2:08 pm 2E04567

STL_Results Revision #2.0

Effective: 04/20/2022

SUBURBAN TESTING LABS

8

PA DEP # 06-00208
NJDEP# PA081

| Page1of14 |




A4

SUBURBAN

Sample Number: 2E04567-06
Collector: DH

Site: EAS-SB-14

Collect Date: 05/17/2022 5:59 am

Sample ID:  Classroom 14 Bubbler
Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 13:19 MKS
Sample Number: 2E04567-07 Site: EAS-SB-15 Sample ID:  Classroom 15 Bubbler

Collector: DH Collect Date: 05/17/2022 6:05 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:21 MKS
Sample Number: 2E04567-08 Site: EAS-SB-16 Sample ID:  Classroom 16 Bubbler

Collector: DH Collect Date: 05/17/2022 6:11 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:07 MKS
Sample Number: 2E04567-09 Site: EAS-SB-24 Sample ID:  Classroom 24 Bubbler

Collector: DH Collect Date: 05/17/2022 6:45 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:25 MKS
Sample Number: 2E04567-10 Site: EAS-WC-HBAO Sample ID:  WC OUTSIDE OF BAND ROOM
Collector: DH Collect Date: 05/17/2022 5:44 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:27 MKS
Sample Number: 2E04567-11 Site: EAS-WC-HGYM Sample ID:  WC OUTSIDE OF GYM

Collector: DH Collect Date: 05/17/2022 6:49 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 13:29 MKS

Report Generated On: 05/31/2022 2:08 pm 2E04567

STL_Results Revision #2.0

Effective: 04/20/2022

SUBURBAN TESTING LABS
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Sample Number: 2E04567-12 Site: EAS-WC-HSERVE Sample ID:  WC OUTSIDE OF KITCHEN
Collector: DH Collect Date: 05/17/2022 5:45 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:32 MKS
Sample Number: 2E04567-13 Site: EAS-SB-19 Sample ID: CLASSROOM 19 BUBBLER
Collector: DH Collect Date: 05/17/2022 6:28 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:34 MKS
Sample Number: 2E04567-14 Site: EAS-SB-20 Sample ID: CLASSROOM 20 BUBBLER
Collector: DH Collect Date: 05/17/2022 6:29 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead 98.2 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:23 MKS
Sample Number: 2E04567-15 Site: EAS-SF-K1T-2 Sample ID:  KIT TUB A SHAPE

Collector: DH Collect Date: 05/17/2022 5:47 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead 2.81 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:42 MKS
Sample Number: 2E04567-16 Site: EAS-SB-21 Sample ID: CLASSROOM 21 BUBBLER
Collector: DH Collect Date: 05/17/2022 6:34 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead 2.89 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:44 MKS
Sample Number: 2E04567-17 Site: EAS-SF-TECH Sample ID: TECH ROOM SINK FAUCET
Collector: DH Collect Date: 05/17/2022 6:57 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead 1.98 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 13:46 MKS

Report Generated On: 05/31/2022 2:08 pm 2E04567

STL_Results Revision #2.0

Effective: 04/20/2022
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A4

SUBURBAN

Sample Number: 2E04567-18 Site: EAS-SF-K2T-L Sample ID:  KIT 2 TUB LEFT

Collector: DH Collect Date: 05/17/2022 5:52 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:48 MKS
Sample Number: 2E04567-19 Site: EAS-SF-BAND Sample ID:  MUSIC ROOM

Collector: DH Collect Date: 05/17/2022 6:54 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:50 MKS
Sample Number: 2E04567-20 Site: EAS-SF-FACULTY Sample ID:  FACULTY RM

Collector: DH Collect Date: 05/17/2022 5:55 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:40 MKS
Sample Number: 2E04567-21 Site: EAS-SF-13 Sample ID:  SINK 13

Collector: DH Collect Date: 05/17/2022 5:58 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 12:28 MKS
Sample Number: 2E04567-22 Site: EAS-SF-14 Sample ID:  SINK 14

Collector: DH Collect Date: 05/17/2022 6:00 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 12:32 MKS
Sample Number: 2E04567-23 Site: EAS-SB-17A Sample ID:  RM 17A

Collector: DH Collect Date: 05/17/2022 6:07 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead 2.66 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 14:17 MKS

Report Generated On: 05/31/2022 2:08 pm 2E04567

STL_Results Revision #2.0

Effective: 04/20/2022

SUBURBAN TESTING LABS
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SUBURBAN

Sample Number: 2E04567-24
Collector: DH

Site: EAS-SF-17A

Collect Date: 05/17/2022 6:07 am

Sample ID:  RM 17A
Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 14:37 MKS
Sample Number: 2E04567-25 Site: EAS-SF-16 Sample ID:  RM 16

Collector: DH Collect Date: 05/17/2022 6:11 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead 1.85 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 14:23 MKS
Sample Number: 2E04567-26 Site: EAS-WC-2018R Sample ID:

Collector: DH Collect Date: 05/17/2022 6:15 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 14:21  MKS
Sample Number: 2E04567-27 Site: EAS-SF-48 Sample ID:

Collector: DH Collect Date: 05/17/2022 6:17 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 14:11 MKS
Sample Number: 2E04567-28 Site: EAS-SF-49 Sample ID:

Collector: DH Collect Date: 05/17/2022 6:20 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 14:09 MKS
Sample Number: 2E04567-29 Site: EAS-SF-18 Sample ID:

Collector: DH Collect Date: 05/17/2022 6:23 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 14:.07 MKS

Report Generated On: 05/31/2022 2:08 pm 2E04567

STL_Results Revision #2.0 Effective: 04/20/2022

SUBURBAN TESTING LABS
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A4

SUBURBAN

Sample Number: 2E04567-30 Site: EAS-SB-18 Sample ID:

Collector: DH Collect Date: 05/17/2022 6:23 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead 3.75 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 14:15 MKS
Sample Number: 2E04567-31 Site: EAS-SF-22 Sample ID:  SINK RM 22

Collector: DH Collect Date: 05/17/2022 6:41 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 14:13 MKS
Sample Number: 2E04567-32 Site: EAS-SB-22 Sample ID: BUBBLER 22

Collector: DH Collect Date: 05/17/2022 6:42 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:54 MKS
Sample Number: 2E04567-33 Site: EAS-SF-MEDIA Sample ID:  SINK MEDIA

Collector: DH Collect Date: 05/17/2022 7:01 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead 1.09 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:52 MKS
Sample Number: 2E04567-34 Site: EAS-WC-HMECH-L Sample ID:  HMECH-L

Collector: DH Collect Date: 05/17/2022 7:07 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 14:19 MKS
Sample Number: 2E04567-35 Site: EAS-SF-15 Sample ID:  SINK 15

Collector: DH Collect Date: 05/17/2022 6:05 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 14:.05 MKS

Report Generated On: 05/31/2022 2:08 pm 2E04567

STL_Results Revision #2.0

Effective: 04/20/2022

SUBURBAN TESTING LABS

PA DEP # 06-00208
NJDEP# PA081
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) SUBURBAN

Sample Number: 2E04567-36
Collector: DH

Site: EAS-SF-22-S
Collect Date: 05/17/2022 6:38 am

Sample ID:  SINK-S
Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP  05/25/22 13:58 MKS
Sample Number: 2E04567-37 Site: EAS-SF-19 Sample ID:  RM19

Collector: DH Collect Date: 05/17/2022 6:30 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/27/22 MKS 05/27/22 16:37 MKS
Sample Number: 2E04567-38 Site: EAS-SF-21 Sample ID:  FAUCET

Collector: DH Collect Date: 05/17/2022 6:36 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 13:56 MKS
Sample Number: 2E04567-40 Site: EAS-SF-24 Sample ID:  SINK

Collector: DH Collect Date: 05/17/2022 6:47 am Sample Type: Grab

Department / Test / Parameter Result Units Method R.L. DF Prep Date By Analysis Date By
Metals
Lead <1.00 pg/L EPA 200.8 1.00 1 05/25/22 NLP 05/25/22 14:39 MKS

Sample Receipt Conditions:

All samples met the sample receipt requirements for the relevant analyses.

Units P/A = Present/Absent
Units P/F = Pass/Fail

The test pH, Lab is performed in the Laboratory as soon as possible. These results are not appropriate for compliance with NPDES, SDWA, or other
regulatory programs that require analysis within 15 minutes of sample collection and should be considered for informational purposes only.

*pH, Final for ASTM leachate is performed by method SM 4500-H-B.

All results meet the requirements of STL's TNI (NELAC) Accredited Quality System unless otherwise noted. If your results contain any data qualifiers or
comments, you should evaluate useability relative to your needs.

If collectors initials include "STL", samples have been collected in accordance with STL SOP SL0015.

All results reported on an As Received (Wet Weight) basis unless otherwise noted.

This laboratory report may not be reproduced, except in full, without the written approval of STL.

Results are considered Preliminary unless report is signed by authorized representative of STL.

Report Generated On: 05/31/2022 2:08 pm

2E04567

STL_Results Revision #2.0

Effective: 04/20/2022

SUBURBAN TESTING LABS
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SU U BAN

TESTIN LABS

Reviewed and Released By: /
Timothy Swavely Q\ ) ]
Laboratory Director /7

Report Generated On: 05/31/2022 2:08 pm 2E04567
STL_Results Revision #2.0 Effective: 04/20/2022

SUBURBAN TESTING LABS
1037F MacArthur Road, Reading, PA 19605 Phone: 610-375-TEST Fax: 610-375-4090 suburbantestinglabs.com

4
2ORETOS

PA DEP # 06-00208
NJDEP# PA081
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2E04567
Ryan F Knerr

Kar! Environmental Group

"ll “" !Im |‘|Il |l“| ".u IIII 'III } (Additional charges may apply for rush TAT. If not specified, standard TAT will apply}

TAT(Check One):XlStandard [J24hr [J48hr [172hr ClOther

Order ID:

vroect Name: 22-0538 East Amwell Township BOE

0-856-7700 adaress: East Amwell School

dhopkins@karlenv.com

43 Wertsville Road, Ringoes NJ 08551

Client Name:

Address: 20 LaUCk Road Phone: 61
Mohnton PA 19540 Email:

Contact Name: DaVid Hopkins P.O. |nfo:22

-0538

Regulatory ID (SDWA/Permit #):

Comments:

*NJ 200.8 Lead in Drinking water - FIRST DRAW

Page 1 of

S 7 s

See Codes Below
s | 3 £ "
o g £ @ g g |2
g . 8 g E » < x < Y <
&8 @ @ gw g | & Eol 2
oy ® £ 2 S g g & © e Comments / Field
“ = | Sample Description / Site ID: a = » = Test(s) Requested: @ oF] o o Data:
EAS-BLANK 5jy2022| 14 |DH  [200.8 LEAD INWATERNJDOE |1 |PW|G P |H BLANK
EAS-SF-K1T-1 5f72022| Xep DH 200.8 LEAD INWATER NJDOE |1 PW |G |P [|H [Kit1 Tub Small
|EAS-SF-K2T-R 5472022| 547 |DH  |200.8 LEAD INWATERNJDOE |1 |PW G |P |H [Kit2Tub Right
- _|[EAS-MO-BFHRM-EALIC 5/./2022 DH 200.8-LEAD INWATER-NJIDOE—T1 PWG6—P—H in-Office Balbroom Fauce
EAS-SF-NURSE si72022| =77/ |DH  |200.8 LEAD INWATERNJDOE |1 |PW|G |P |H |Nurse HS
EAS-SB-13 - 5/72022| §T¢7 |DH  |200.8 LEAD INWATERNJDOE |1 |PW|G |P |H |Classroom 13 Bubbler
|EAS-SB-14 5/72022| $5§ |DH  |200.8 LEAD INWATERNJDOE |1 |PW|G [P |H |classroom 14 Bubbier
EAS-SB-15 512022 | 40T |DH 200.8 LEAD IN WATER NJDOE |1 |[PW|G |P |H |Classroom 15 Bubbler
Relinquished 1%4/ Count |Date: & /;7/2 7 | TempeC: Sample Conditlo@ : Matrix Key ) Boftle Type Key
/ Wy 7 ¢ ~~mf T | Submifledwith COC? A {iN. T | NPW = Non-Potable Water - P = Plastic PP = Sterile Polypropyl
?ﬂ/’/ i i 7 [ime 107 7AM : S Solid = Raw Siudge, Dewatered sludge, soll etc. | G =Glass pS= Sten’lz Poi)yfztyz\:ne
Received By: Date: Number of contelners freported as malkg) \ GA = Glass Amber. . " HDPE = High Dansiy Polyethylens
Temp°C:____ | malch humber on COC? {Y// N/ |- PW. = Polable Water (not for SDWA compliance) VOA = 40mL G or GA . 0 = Other ,
Time: Acceptable: Y /N : SDWA = Safe Drinking Water Aci Potable Sample . } ’
Relinquished By: Date: Tomn °C: Al containers in tact? Sample Type Key SDWA Sample Types Preservative Key -
: e e S G=Grab D=Distribition A = Ascorbic Acld OH = a0k
Time: W, / Acceptable: Y /N g:‘:l:?wnlhnn ﬁoldlng C = Coin ppslta - :izir;tly Rojnt G =HCl 5= H,80;
Received in Lab By: &) pate: / oG o ) 8HC=8Hr. = ' | C=Check H'= HNO; 0= Other
/ T "} // 7/2 x Tem m.d}i 40 mL VOA Vigls free'of it f;:‘::‘:s'(e ;iSMP:;‘n:Lm N=Sodium NA = None
// L Acceptab[e@l N} headspace?. ’ M/ Compb$i © e Residence Thiosglfale Required
Signing this form indicates yo:/ agresment with STL's Standard Terms and Conditioh§ uniésk otherwise specified in writing. SLF059 Rev. 1.5 Effective April 24, 2020.

Shaded areas are for STL usd/only.
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VAV

client Name: Karl Environmental Group

2E04567
Ryan F Knerr

Address: 20 Lauck Road

TAT(Check One):IXIStandard [124hr [48hr [172hr CIOther
(Additional charges may apply for rush TAT. If not specified, standard TAT will apply)

|
| Order ID:
|
T

~roject Name: 22-0538 East Amwell Township BOE

Mohnton PA 19540

Contact Name: David HOpkinS

Phone: 610'856'7700 Address: EaSt Amwe” SChOOI
Emai: dhopkins@karlenv.com 43 Wertsville Road, Ringoes NJ 08551
P.O. Info:22‘0538 Regulatory ID (SDWA/Permit #):

Comments:

*NJ 200.8 Lead in Drinking water - FIRST DRAW Page 2 of
See Codes Below
3 ¥ z .
éh‘) § § E‘j‘_ﬂ é X 3 % 1;6)
g‘é 2 ,g E %’ £ § g é ¥ 8 | Comments / Field
©2 | Sample Description / Site ID: Q Ly » = Test(s) Requested: o O @ a Data:
N EAS-SB-16 5/172022 é// DH 200.8 LEAD IN WATER NJDOE 1 PWI|G |P H  iClassroom 16 Bubbler
_ EAS-BARM=23— 51 [2022 DH__{200.8-LEABIN"AATER-NJIBOE———PWHG—HP—HHH—ferssmoom2ssammooml.
~| |EAS-SB-24 5172022| (#S |DH  |200.8 LEAD INWATERNJDOE |1 [PW|G |P |H |classroom 24 Bubber
~| |EAS-WC-HBAO 6/92022| §44 |DH  |200.8 LEAD INWATERNJDOE |1 [PW|G [P |H |woousideot sandRoom
> |[EAS-WC-HGYM 5172022| L4 |DH  |200.8 LEAD INWATERNJDOE |1 [PW|G |P |[H |wc outside of GYM
N\ EAS-WC-HSERVE 6172022 | §4¢ |DH  |200.8 LEAD INWATERNJDOE |1 |PW|G |P |H |WC outside of Kitchen
N EAS-SB-19 s52022| (78 |DH  |200.8 LEAD INWATERNJDOE |1 [PW|G |P |H |ciassroom 19 Bubbler
“ - |EAS-SB-20 8(72022| (75 |DH  1200.8 LEAD INWATER NJDOE |1 |PW|G |P [H |classtoom 20 Bubbler

Relinquished By: . Count | Date: S / /7 /2 A TempoC:____ Sample Conditi ns ' Matdx Kgy Bottle Type Key
@g M/ g 7 T Submitted with COC? ( < Y. #/N- .| NPW = Non-Potable Water . ... " P = Plastic PP = Sterile Polypropylena
v / (o 7/4/44 Solid = Raw Sludge, Dewatered sludge, soll, etc. G =Glass P§ = Sterile Polystyrenie
Received By: Date: Number of containers : {reported as mg/ka) GA = Glass Amber HDPE = High Density Polyethylene
Temp °C: match number on COCY N * PW.= Potable Water (not for SDV\(A compliance) VOA = 40mL G or GA. . O = Other
Time: Acceptable: Y / N SDWA = Safe Drinking Water Act Potable Sample : : S
Relinquished By: Date: Terp °C: All containers fn tact? A Y N - 'Sample Type Key : | SDWA Sample Types Preservative Key
- s X . G = Grab D=Distribution Ll A= Ascorbic Acid OH = NaoH
’ Time: L Acceptable: Y /N g;:t:?wnthln hol@m Yiw | C = Composite : EZE:\? Point C=Hei 52,50,
Received in Lab By: ~— Date: s // 7/21 Tomp °C: m : : : | eHe= g{m o;ﬂg | c=Check - H = HNO; 0= Othar
/ — ¢ / 1 . &) 40 ml VOA vials frée of (JJ’( a1 =24 :: at ;—jﬂpe?al N = Sodium ! NA = None
/ / : Acceptable:(y// N hegdspace? i = Com;;osi o M= R:xskrjzlrjm?e Thiosulfate Required

Shaded areas are for STL use only.

Signing this form indicates your agreemeht with STL's Standard Terms and Condilior§§ unles’s otherwise specified in writing. SLF059 Rev. 1.6 Effective April 24, 2020.
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2E04567
Ryan F Knerr

ciient Name: Karl Environmental Group
address: 20 Lauck Road

Phone:

AV R

610-856-7700

TAT(Check One):[XIStandard [124hr [148hr [172hr CJOther
(Additional charges may apply for rush TAT. If not specified, standard TAT wiil apply;

Order ID:

" oct Name: 22-0538 East Amwell Township BOE

Mohnton PA 19540

Email:

dhopkins@karlenv.com

43 Wertsville Road, Ringoes NJ 08551

Gontact Name: D@Vid Hopkins

P.O. Info:22"0538

Regulatory ID (SDWA/Permit #):

Comments:

*NJ 200.8 Lead in Drinking water - FIRST DRAW

Page 3 of

- o > See Codes Below

é.‘_ (-%% ;g E ) % % %. % é

;g § .E g g |5 § & é)\ E 8 Comments / Field

“Z | sample Description / Site ID: = w= Test(s) Requested: @ OF1 o o Data:
EAS-SF-K1T-2 5/72022| §¢7 |DH  1200.8 LEAD INWATER NJDOE |1 |PW|G P |H [KIT1TUBASHAPE
EAS-SB-21 5/12022| {3¢/ |DH  |200.8 LEAD INWATERNJDOE |1 |PW|G |P |H |Ciassioom 21 Bubbler
EAS-SF-TECH 51712022 | £, 5;-7 DH [200.8 LEAD INWATERNJDOE |1 |PWI|G |P |H |recnroomsnkraucer
EAS-SF-K2T-L 5192022) §z;  |DH  |200.8 LEAD INWATERNJDOE |1 |PW |G [P |H |KIT2TUBLEFT
EAS-SF-BAND 5172022| (.54 |DH  |200.8 LEAD INWATERNJDOE |1 |PW|G |P |H | Music Room
JAS -SF- FACLLTY Shful s | DY J Vewle P |# | Fully b

AS - 5F- )3 S)i7fa | 08 | DU UL L Sak B8

ERS ~kF-/Y 5//_7/27— &3 |\l v VIV NNV sl o

§ T
Relinquished By: Count | Date: M;/ ZZ- Temp °C: Sample Condition .  Matrix Key Bottle Type Key
T M/ ' 8 / Submitied with COC? "'} NPW = Non-Potable Water . P = Plastic PP = Sterilo Polypropylene '
4 YL e ) A ‘ L : AR ; s
) Solid = Raw Sludge, Dewatered sludge, soll, elc. G = Glass PS = Sterile Polystyrene
Received By: Date: Number of containers - {reported as m/kg) , GA = Glass Amber " 'HDPE = High Densily Polyethylene
Temp °C: match number.on COC 1N PW.= Potable Water (not for SDWA compliance) VOA = 40mL G or GA ... .0 = Other :
Time: Acceptable: Y /N SDWA = Safe Drinking Walér A¢t Potable Sample ‘
Relinquished By: Date: Temp °C: Al containers in tact? N Sample Type Key SDWA Sample Types. |- . Preservative Key
P — G=Grab D=Distribition A= Ascorbic Add OH = 0
Time: Acceptable: Y /N Tests within holdnng - E=Entry Point . = -
o, P imes? {y/n | = composte e c=HE §= ;804
Received in Lab By: Date: 3//7/71 Temp °C: Z!' K R BHQ = g(l;lr. R C=Check H'= HNO3 O = Other
// v 40 ml.VOA wals fres of g mRoste S=Spachal N.=Sodium . -, NA= Noge
Time: Acoeptableﬁ IN| headspace? - 24HC =24 Hr.- M=Maximum Thiosulfate Required
: Composite Residence )
Signing this form indicates yo;ir agreement With STL's Standard Terms and Conditions unless ‘btherwise specified in wriling. SLF059 Rev. 1.5 Effective April 24, 2020.

Shaded areas are for STL use only.
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P A A S A e

2E04567
Ryan F Knerr

Client Name: K<arl Environmental Group

Address: 20 Lauck Road

AN

phone. 610-856-7700

Mohnton PA 19540

Email:

dhopkins@karlenv.com

Contact Name: D@VId Hopkins

P.O. Info:22'o538

TAT(Check One):XIStandard [[124hr [J48hr [J72hr Clother
(Additional charges may apply for rush TAT. [f not specified, standard TAT will apply)

Order ID:

roject Name: 22-0538 East Amwell Township BOE

address: 2ast Amwell School

43 Wertsville Road, Ringoes NJ 08551

Regulatory

ID (SDWA/Permit #):

Comments:

*NJ 200.8 Lead in Drinking water - FIRST DRAW

Page of

. . 2 See Codes Below

gg Sample Description / Site ID: § , é) § % Test(s) Requested: § g 5 é E g ggtrg:memS/ el
A ~SB-74 o] (57| D4 |2008LEADINWATERNIDOE |1 PW|G P |H | g, /24
SR =SF =174 Sl | (o7 | 4o |200.8LEADINWATERNIDOE |1 PW|G P H | &, /74
LS - 5F - /6 é’/ifz/n &/ | o1 |2008LEADINWATERNJDOE |1 PW|G P H | 2./
A~ \WJC 20181 Chofn| (1€ | DY |200.8LEAD INWATERNJDOE |1 |PWIG P H |20/ Wi,
RS -SF-4/8 C/i7fbe| €17 | i |200.8 LEAD INWATERNJDOE |1 |PW|G [P |H K
B> —SF 499 <ibe| (26 | D) |200.8 LEAD INWATERNJDOE (1 [PW|G [P |H
A5 - SF - /8 )7k | 673 |t |200.8LEAD INWATERNJDOE|1 |PW|G [P |H
VB —5 R — 8 Jfrr | 613 |DY  |200.8 LEAD INWATERNJDOE|1 |PW|G [P |H

s yi

Relig By: Count [Date: ¢ / / 7 / P2 | Temp°C:

(il 8
e 7 Time:
7 18 A

Received By: Date: Temp °C:
Time: Acceptable: Y /N

Relinquished By: Date: Temp °C:
Time: Acceptable: Y /N
Received in Lab By: F Date: Temp °C: ‘ZZ,ZVI]

7

Time:

-

Acceptab!&/ N

Number of containers
match number on COC?)
; A

All containers in tact?

Tests within holding
times? .- :

40 mL VOA vials free of
headspace?

LT Matrix Key
NPW = Non-Potable Water

Solid = Raw Sludge, Dewatered sludge, soil, etc.
{reported as ma/kg) :

PW = Potable Water (nof for SOWA compliance)
SDWA = Safe Drinking Water Act Potable Sample

P = Plastic

G =Glass
GA = Glass Amber’
VOA = 40mL G or GA .. "0 = Other

Bottle Type Key

PP = Sterile Polypropylene
PS = Sterile Polystyrene
HDPE = High Density Polyethylene

Sample Type Key
G = Grab

| © = Composite -

8HC=8Hr. .
Composite

24HC =24 Hr.
‘Composite

SDWA Sample Types
D=Distribution .
E=Entry Point

"} R=Raw- "
C=Check

S=Special

1. M=Maximum
Residence

A = Ascorble Acld OH = NaoH

C=HCl 8 =H;80,

H=HNO; O'=Other

N = Sodium NA=None
. Required

Preservative Key

Thiosulfate

Sianing this form indicates yfur agreement with STL's Stand
Shaded areas are for STL use only.

y N
ard Terms and Conditions unless otherwise specified In writing. SLF059 Rev. 1.5 Effective April 24, 2020.

[ Page 12 of 14




Client Name:

Karl Environmental Grou,

LI

2E04567
Ryan F Knerr

20 Lauck Road

Address:

61

Phone:

0-856-7700

TAT(Check One)XIstandard [J24hr [J48hr [372hr ClOther )—‘
(Additional charges may apply for rush TAT. i not specified, standard TAT will apply

Order ID:

Project Name:

22-0538 East Amwell Township BOE

Address: East Amwe" S

chool

Mohnton PA 19540

Email:

dhopkins@karlenv.com

43 Wertsville Road, Ringoes NJ 08551

Contact Name: David Hopkins

P.O. Info:22"

0538

Regulatory ID (SDWA/Permit #):

N

\ A\

Comments:

*NJ 200.8 Lead in Drinking water - FIRST DRAW

Page of

See Codes Below

3 3 g
2 _é‘. -CE-L » § qé -:,,‘2;
£y & @ O S 1= 12,012 |§
‘.ﬁg % _?E_) %%’ ig é % % % :"f’ Comments / Field
* “ | sample Description / Site 1D: Q = @ = Test(s) Requested: ® i W & Data:
5 -SF-22 shofe|by) | i 2008 LEADINWATERNIDOE |1 |PW|G [P |H | Siukpmez
ls-Sg-72 ’ I |47 | Py |200.8 LEAD IN WATER NJDOE PWIG (P \H | gL 72
A~ SE - UEDIA [ |-70) | OA |200.8LEADINWATERNJDOE |1 |PW|G [P |H Sk Medis
M%__ 200.8 LEAD IN WATER NJDOE— PWTG 1P—1H
EAS -WC - YMECH - g/,y/;,; 07 | PN |2008LEAD INWATERNJDOE |1 |PW |G |P H | hpcw-L
EAS _SF- )% 5//7/21_6415 e ¥ [ A6 P |H |Sik /5
JAS - SF -22-S Jofz| (38 |DH v [ |6 \F | A |Suk=S

Rellnqulshed By: Count, | Date: 5 // 7/2L Temp °C: Sample Condl(l ) © 7 Matrix Key Bottle Type Key
- é Time: -  Submifted with COC? NRW = Non-Potable Water P = Plastic PP = Sterile Polypropylene
/f@’f// ) / O / 8/4 m - Solid = Raw Siudge, Dewaterad sludgs, soil, etc. G = Glass PS = Sterile Polystyrene
Received By: Date: . Number of containers (reported as mgfkg) GA = Glass Amber HOPE = High Density Polyethylene
Temp °Ct maleh number on COC! * PW = Potable Weter (not for SOWA compliance) VOA = 40mL G of GA . O = Other
Time: Acceptable: Y /N SDWA = Safe Drinking Watér Act Potable Samiple ‘ ‘
Relnquished By: Date: fomp Al containers in (ad? Sample Type Key SDWA Sample Types - " Preservative Key
' G=Crab D=Distibution A= Ascorblc Acld OH = yaoH
Time: . Tests within holdm = i
Aoceptabie. YIN froe? 9 ¢ =yComp‘oslte : E;::vry Point C=HCI SEH, 2394
Received in Lab By: Date: 5//‘7 / 71 Temp °C: ZZ/ [/ 8HC= gg{r. “ C=Check H=HNO; O'=Other -
: mposite Speci .
\ 40 mE VOA viafs free of °o S=Spacial N.= Sodium N = None
Time: Acceptable@/ N| - headspace? 24HC =24 Hr.- M=Maximum Thiosulfate Required
/ Composite Resldence . :

Signing this form indicates your agreement with STL's Standar
Shaded areas are for STL use only.

Terms and Conditions unless otherwise specified in writing. SLF059 Rev. 1.5 Effective April 24, 2020.
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NEARNEN

2E04567
Ryan F Knerr

JUERNAR

TAT(Check One):BXStandard [124hr [J48hr [d72hr CIOther.
(Additional charges may apply for rush TAT. If not specified, standard TAT will apply)

Order ID:

ciient Name: Karl Environmental Group

Project Name

22-0538 East Amwell Township BOE

Address: 20 Lauck Road

610-856-7700

East Amwell School

Phone: Address:
Mohnton PA 19540 emai. dhopkins@karlenv.com 43 Wertsville Road, Ringoes NJ 08551
Contact Name: David HOpkinS P.O. Info:22'0538 Regulatory ID (SDWA/Permit #):
Comments:
*NJ 200.8 Lead in Drinking water - FIRST DRAW Page of
See Codes Below
8 | ¥ g g
éa 3 3 ét_o % 5 |8 '% g
9g g £ Eg £ |3 EQIE | 8 | comments/Field
%21 Sample Description / Site ID: e = ® = Test(s) Requested: . @ orF| o o Data:
LS -SFE- )9 g/,f?/zz (36 |©f [2008LEADINWATERNJDOE |1 |PW|G P |H | )Y
S —sF-7 / 5»//7/?2 (38 |y [|2008LEADINWATERNJDOE 1 |PW|G P |H | Lueat
VS -SF -22 -5 5//7/& 435 |DY  |2008LEADINWATERNJDOE |1 |PWIG [P |H |Suik
s -SF-74 5/,7/22 (47 | |200.8 LEAD INWATERNJDOE |1 |PW|G [P |H Sak
, 200.8 LEAD INWATER NJDOE |1 |PW|G |P |H
200.8 LEAD IN WATER NJDOE |1 |PW|G P |H
200.8 LEAD IN WATER NJDOE |1 |PW\G [P |H
200.8 LEAD IN WATER NJDOE |1 |PW|G P |H

Relmqunshed By Count | Date: _(//7/ Z/, Temp °C: Sample Condltions o Matrix Key Bottle Type Key
P Submitted with COC? N} NPW = Non-Potable Water P = Plastic PP = Sterile Polypropylena
Time: / 0/ 7/4”1 ~ Solid = Raw Sludge, Dewatered sludge, soil, etc, G = Glass PS = Sterile Polystyrene
Recewed By: Date: Number of containers ik (reported as mgikg) ‘GA = Glass Amber HDPE = High Density Polyethylene
Temp °C: _ | malch number on coc7( Y /1N PW = Potable Water (not for SDWA compliance) VOA = 40mL G or GA - -0 '= Other
Time: Acceptable: Y /N ) SDWA = Safe Drinking Water Act Potable Samiple ) :
Relinquished By: Date: Temn °C: Al containers in tact? /N Sample Type Key SDWA Sample Types " Preservative Key
P . ‘ G = Grab, D=Distribution A= Ascorblg Acld OH = yaoH
Time: Acceptable: Y / N| - Tests within holding ! E=Entry Point - <
plabl imes? (N | C=Composite o A C=Hel § = Hy804
Received in Lab By: Date: S / / 7 /2 2/ Temp <G Z é }4‘ . 8HC= g‘r;lr C=Chack H = HNO; 0= Other
3 : 2 . mposite = i
, . 40 mLVOA vials free of,__——" ] . o S=Specal ., N = Sodium NA = None
| Time: Acceptablg/ Y I N} - headspace? - Y. 1N | 24HC=24 Hro -M=Maximum Thiosulfate Required
, : Composite Residence :

Signing this form indicates your agreement with STL's Standard Terms and Conditions un’fefs otherwise specified In writing. SLF059 Rev. 1.5 Effective Aprit 24, 2020.

Shaded areas are for STL use only.
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